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2702710 Email- cetandc@gmail.com 
3. The Chief Engineer (Transmission-East Zone), MP Power Transmission Co. Limited, Shakti Bhawan, 

Jabalpur. Email- sk.gaikwad@mptransco.nic.in. 
4. The Chief Engineer (Transmission-West Zone), MP Power Transmission Co. Limited, Indore. 
5. The Chief Engineer (Transmission-Central Zone), MP Power Transmission Co. Limited, Bijlee Nagar, 

Govindpura, Bhopal, email- setncbpl@gmail.com.   
6. The Chief Engineer (Plg & Des), MP Power Transmission Co. Limited, Jabalpur, Fax No- 0761-2660908 

Email- ceps321@yahoo.com  
7. The Chief Engineer (Procurement.), MP Power Transmission Co. Limited, Jabalpur, .Fax No- 0761-

2660908 Email – substation_vi@yahoo.com  
8. The Executive Director (O & M:Gen), MP Power Generating Company Limited, Jabalpur. Fax No- 0761-

2664749, Email- gcc.mppgcl@gmail.com, Email- edomg_mpeb@rediffmail.com 
9. The Chief Engineer (O&M:Hydel), MP Power Generating Co. Ltd, Jabalpur,  Fax No-0761-2664749.  
10. The General Manager(PM), MPPMCL, Jabalpur Email – gm_pm@mptradeco.com 

controlroom.tradeco@gmail.com  
11. The Superintending Engineer (GCC), MPPGCL, Jabalpur Email – segcc.mppgcl@gmail.com 

gcc.mppgcl@gmail.com. 
12. The General Manger (DCC-EZ), DISCOM Control Centre, MP Poorva Kshetra Vidyut Vitaran Co.Limited, 

Jabalpur, Fax No- 0761-2668503, Email – cmdez_ld@yahoo.co.in.  
13. The Dy. General Manager (DCC –CZ), DISCOM Control Centre, MP Madhya Kshetra Vidyut Vitaran Co. 

Limited, Bhopal, Fax No-0755-2580611,Email- plm.mpcz@gmail.com.  
14. The Executive Engineer (DCC-WZ), DISCOM Control Centre, MP Paschim Kshetra Vidyut Vitaran Co. 

Limited, Near Polo Ground, Jail Road, Indore, Fax No- 0731-2421554, Email- dccindore@gmail.com.  
15. The Executive Engineer, Sub Load Despatch Centre, MPPTCL, Indore, Fax No- 0731-2874515, Email – 

eesubldcind@yahoo.com.  
16. The Executive Engineer, Sub Load Despatch Centre, MPPTCL, Bhopal, Fax No- 0755-2885220, Email – 

aldc_bpl@yahoo.co.in  
17. The General Manger(RO), MPPMCL, In front of Bhojpur Club, E-4, Arera Colony,Bhopal, Fax No-0755-

2423046, Email-Rajeev_keskar@rediffmail.com  
18. The Chief Engineer (PM&C), Narmada Hydroelectric Development Corpn. Ltd, NHDC Parisar, Shamla 

Hills, Bhopal – 462013., Fax No- 0755-4030130,Email – vinodnhdc@rediffmail.com  
19. The Chief Electrical Distribution Engineer, West Central Railway (WCR), General Manager’s Office, 

Electrical Department, Jabalpur-482001 (MP), Fax: 0761-2627629, Email- cede@wcr.gov.in,  
dyceetrdwcr@gmail.com, M-9752415312, Mr.Satyendra Kumar (Dy.CE), Mob.9752415301 (CEDE, WCR).    

20. The General Manager, Indira Sagar Power Station, NHDC Office complex, PO : Narmada Nagar, Distt : 
Khandwa (MP) – 450 119, Fax No- 07323-284080, Email – nhdc-isp@rediffmail.com  

21. The General Manager, Omkareshwar Power Station, Prashsnik Bhawan, Urja Vihar, Sidhwarkut, Distt : 
Khandwa (MP) – 450 554, FaxNo-07280-271703, Email- omkareshwar.nhdc@gmail.com  

22. The Director (Projects), BLA Power Limited, At : Niwari, PO: Khorsipan, Tah : Gadarwara, Distt ; 
Narsinghpur 487 551, Fax No. 07791-243667 / 243669, Email – manish@bla.co.in  

23. The Sr. Vice President, Jaiprakash Power Ventures Ltd., Village Sirchopi Subpost Office-Agasod, Post 
Office-Bina- 470113 Distt- Sagar, Fax No. 07580-277200, Email – jptpp.switchyard@jalindia.com 

24. The Chief Executive Officer, Kalpataru Satpura Transco Pvt. Ltd., Satpura Colony, Betul Road, Old Itarsi, 
Distt. Hoshangabad, Email – cbhandari@kalpatarupower.com 

25. M/s Ujaas Energy Ltd. 701, NRK Business park, Vijay Nagar Sqaure, Indore – 452010, Email id :-
solar@ujaas.com  

26. M/s Suzlon Global Services Ltd., 1090, Scheme no. 114, Park-2, Ring Road, Universal Hospital Row,  
Email- deepesh.sankwa@suzlon.com, Indore – 452010, Badree.hirve@suzlon.com 
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S.NO. Apr-17 May-17 Jun-17 Jul-17 Aug-17 Sep-17 Oct-17 Nov-17 Dec-17 Jan-18 Feb-18 Mar-18 Yr 16-17
C.
1 DEMAND MET 8328 8181 0 0 0 0 0 0 0 0 0 0 8328
2 LOAD RELIEF 0 0 0 0 0 0 0 0 0 0 0 0 0
3 LOAD SHEDDING 0 0 0 0 0 0 0 0 0 0 0 0 0
D.
1 DEMAND MET 8106 7936 0 0 0 0 0 0 0 0 0 0 8106
2 LOAD RELIEF 0 0 0 0 0 0 0 0 0 0 0 0 0
3 LOAD SHEDDING 0 0 0 0 0 0 0 0 0 0 0 0 0
F. REGISTERED MAXIMUM 8349 8181 0 0 0 0 0 0 0 0 0 0 8349
G. COMPUTED MAXIMUM  DEMAND 8364 8181 0 0 0 0 0 0 0 0 0 0 8364
H. UNRESTRICTED MAXIMUM DEMAND 8364 8181 0 0 0 0 0 0 0 0 0 0 8364
I.
1. Div. Head Quarters 23:49 23:41 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 23:45
2. District Head Quarters 23:51 23:45 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 23:48
3. Tahsil Head Quarters 23:44 23:38 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 23:41
4. Rural -Mixed 23:07 22:57 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 23:02
5. Rural -DLF 23:23 23:15 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 23:19
6. Rural -Irrigation 9:46 9:41 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00 9:43
J LOAD FACTOR % 90.68 91.10 #DIV/0! #DIV/0! #DIV/0! #DIV/0! #DIV/0! #DIV/0! #DIV/0! #DIV/0! #DIV/0! #DIV/0! 90.89

S.N PARTICULARS Apr-17 May-17 Jun-17 Jul-17 Aug-17 Sep-17 Oct-17 Nov-17 Dec-17 Jan-18 Feb-18 Mar-18 Yr 16-17
A. INTGRATED FREQUENCY

1 MAXIMUM 50.14 50.18 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 50.18
2 MINIMUM 49.83 49.78 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 49.78

B. INSTANTANEOUS FREQUENCY
1 MAXIMUM 50.26 50.26 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 50.26
2 MINIMUM 49.66 49.64 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 49.64

C. AVG FREQUENCY 49.99 49.99 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 49.99
D. % TIME WHEN FREQUENCY WAS

1 ABOVE 51.5 Hz 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
2 50.05 TO 51.5 Hz 16.45 19.46 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 17.98
3 49.9 TO 50.05 Hz 74.49 71.45 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 72.95
4 49.7 TO 49.9 Hz 9.06 9.09 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 9.08
5 49.5 TO 49.7 Hz 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
6 49.2 TO 49.5 Hz 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
7 48.8 TO 49.2 Hz 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
8 48.5 TO 48.8 Hz 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
9 BELOW 48.5 Hz 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

ENERGY BALANCE SHEET : Demand & Sypply Hours
Year : 2017 - 18

MORNING PEAK (MAX)

EVENING PEAK (MAX)

Average Power Supply per day to

FREQUENCY  ANALYSIS  YEAR 2017-18
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1:00 49.98 1631 1484 241 150 90 309 927 3201 2516 351 0 262 1344 0 443 122 17 27 212 0 -253 -286 0 0 -187 9 4576 7777 4464 -113 -7 7658 0 0 0 7664 7664

2:00 50.00 1601 1457 209 83 65 305 946 3065 2503 342 0 262 1344 0 443 124 19 27 215 0 -253 -271 0 0 -190 9 4572 7638 4415 -157 -6 7474 0 0 0 7477 7477

3:00 50.00 1579 1437 177 67 46 301 940 2969 2488 309 0 262 1365 0 443 123 14 25 213 0 -253 -258 0 0 -209 9 4530 7498 4449 -81 -6 7411 0 0 0 7414 7414

4:00 50.00 1564 1423 175 55 44 302 925 2924 2483 300 0 262 1377 0 443 116 12 24 212 0 -253 -284 0 0 -237 9 4464 7388 4409 -55 -6 7327 0 0 0 7330 7330

5:00 49.99 1563 1422 173 79 40 303 897 2914 2477 284 0 262 1372 0 443 105 12 24 211 0 -253 -237 0 0 -237 9 4471 7385 4398 -72 -6 7307 0 0 0 7312 7312

6:00 50.00 1583 1441 230 118 58 304 843 2994 2487 306 0 262 1339 0 436 124 12 77 213 0 -253 -164 0 0 -246 9 4601 7594 4537 -63 -7 7524 0 0 0 7527 7527

7:00 50.04 1604 1460 237 187 81 312 794 3071 2515 345 0 262 1361 0 425 134 13 101 214 0 -253 -128 0 0 -114 9 4882 7953 4865 -18 -7 7928 0 0 0 7929 7929

8:00 50.03 1600 1456 220 201 91 312 772 3053 2498 329 0 262 1359 0 426 129 7 106 215 0 -253 -110 0 0 -140 9 4838 7891 4814 -24 -7 7859 0 0 0 7860 7860

9:00 50.00 1594 1450 230 249 116 309 798 3152 2483 292 0 262 1355 0 428 121 0 108 216 0 -253 -108 0 0 -188 9 4724 7876 4602 -122 -7 7747 0 0 0 7749 7749

10:00 50.02 1570 1428 200 225 113 303 928 3198 2485 288 0 262 1356 0 431 110 6 114 216 0 -253 -312 0 0 -260 9 4452 7650 4306 -146 -8 7496 0 0 0 7497 7497

11:00 50.00 1533 1395 145 174 85 303 997 3099 2474 254 0 262 1355 0 434 82 8 44 208 0 -101 -461 0 0 -335 9 4232 7331 4069 -163 -8 7160 0 0 0 7163 7163

12:00 49.99 1473 1340 134 194 90 304 1009 3071 2430 214 0 262 1352 0 436 63 2 31 210 0 -101 -590 0 0 -342 9 3975 7046 3753 -222 -8 6816 0 0 0 6821 6821

13:00 50.01 1445 1315 126 175 88 301 1019 3023 2412 208 0 262 1349 0 437 65 2 44 205 0 -101 -677 0 0 -342 9 3872 6895 3843 -29 -7 6859 0 0 0 6861 6861

14:00 49.98 1481 1348 126 179 88 301 1001 3042 2440 246 0 262 1353 0 437 74 3 46 203 0 -253 -682 0 0 -334 9 3804 6846 3717 -87 -7 6753 0 0 0 6759 6759

15:00 49.96 1517 1380 137 204 105 305 934 3066 2460 279 0 262 1362 0 438 87 8 34 211 0 -253 -911 0 0 -321 9 3665 6731 3708 43 -8 6766 0 0 0 6774 6774

16:00 49.97 1528 1390 132 218 106 309 816 2971 2474 270 0 262 1378 0 438 88 8 35 212 0 -253 -801 0 0 -299 9 3820 6790 3866 46 -8 6829 0 0 0 6837 6837

17:00 50.00 1514 1378 162 221 117 311 669 2858 2440 229 0 262 1394 0 438 73 5 45 213 0 -253 -687 0 0 -279 9 3888 6747 3822 -66 -8 6672 0 0 0 6676 6676

18:00 50.02 1517 1381 167 212 98 301 543 2702 2364 160 0 262 1330 0 442 66 6 48 213 0 -253 -386 0 0 -253 9 4007 6709 3851 -156 -8 6545 0 0 0 6545 6545

19:00 49.97 1610 1465 259 255 113 329 524 2944 2482 321 0 262 1375 0 446 91 35 112 211 0 -253 -748 7 0 -7 9 4340 7285 4331 -9 -9 7267 0 0 0 7274 7274

20:00 50.00 1656 1507 305 322 147 369 636 3286 2535 356 0 262 1332 0 446 133 58 261 209 0 -253 -707 1 0 -61 9 4580 7866 4467 -113 -9 7744 0 0 0 7747 7747

21:00 49.97 1639 1491 236 202 112 361 760 3163 2486 329 0 262 1347 0 446 141 21 292 202 0 -253 -677 0 0 -60 9 4544 7707 4399 -145 -8 7554 0 0 0 7561 7561

22:00 50.00 1620 1474 219 185 97 354 814 3144 2478 317 0 262 1346 0 446 141 17 254 198 0 -253 -634 0 0 -80 9 4500 7645 4382 -118 -7 7519 0 0 0 7524 7524

23:00 49.97 1625 1479 272 280 143 343 867 3385 2527 329 0 262 1340 0 447 128 18 194 195 0 -253 -428 0 0 -111 9 4657 8042 4632 -25 -8 8009 0 0 0 8017 8017

24:00 49.98 1631 1484 251 221 118 311 894 3280 2506 329 0 262 1339 0 446 127 19 127 203 0 -253 -283 0 0 -94 9 4736 8016 4574 -162 -7 7846 0 0 0 7853 7853

Avg. 50.00 1570 1429 198 186 94 315 844 3066 2477 291 0 262 1355 0 439 107 13 92 210 0 -234 -451 0 0 -205 9 4364 7429 4278 -86 -7 7336 0 0 0 7340 7340

00 TO 06 
HRS. 49.99 1587 1444 201 92 57 304 913 3011 2492 315 0 262 1357 0 442 119 15 34 213 0 -253 -250 0 0 -218 9 4536 7547 4445 -90 -6 7450 0 0 0 7454 7454

06 TO 12 
HRS. 50.01 1562 1422 194 205 96 307 883 3107 2481 287 0 262 1356 0 430 106 6 84 213 0 -202 -285 0 0 -230 9 4517 7624 4401 -116 -7 7501 0 0 0 7503 7503

12 TO 18 
HRS. 49.99 1500 1365 142 202 101 305 830 2944 2432 232 0 262 1361 0 438 75 5 42 210 0 -228 -691 0 0 -304 9 3843 6786 3801 -41 -8 6737 0 0 0 6742 6742

06TO 18 
HRS. 50.00 1531 1393 168 203 98 306 857 3026 2456 260 0 262 1359 0 434 91 6 63 211 0 -215 -488 0 0 -267 9 4180 7205 4101 -79 -8 7119 0 0 0 7123 7123

18 TO 24 
HRS. 49.98 1630 1483 257 244 122 345 749 3200 2502 330 0 262 1346 0 446 127 28 206 203 0 -253 -579 1 0 -69 9 4560 7760 4464 -96 -8 7656 0 0 0 7662 7662

Deviation
Intra 
State 
STOA

DEMAND 
MET

Load Shedding

Annexure-4.3

REST. 
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D
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T. 
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Hourly Average Own Generation, Schedule Drawal , Actual Drawal & Demand  
Month :- April 2017
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Hrs. FREQ.
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Tot
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1:00 49.98 2075 1888 84 212 120 322 881 3509 2440 317 0 228 1178 14 430 214 44 19 200 0 0 -951 0 0 -109 12 4036 7544 3973 -63 -7 7475 0 0 0 7481 7481

2:00 50.00 2064 1878 59 136 72 325 903 3374 2403 314 0 228 1179 13 433 199 57 17 205 0 0 -933 0 0 -123 12 4005 7379 3916 -89 -6 7284 0 0 0 7287 7287

3:00 50.00 2021 1839 51 95 47 319 885 3236 2353 301 0 228 1173 12 434 196 51 15 204 0 0 -859 0 0 -119 12 4001 7237 4013 12 -6 7243 0 0 0 7246 7246

4:00 50.01 1975 1797 44 74 36 321 824 3096 2358 251 0 228 1172 7 431 184 25 15 203 0 0 -612 0 0 -232 12 4043 7139 4048 5 -6 7138 0 0 0 7140 7140

5:00 49.97 1961 1785 45 103 54 320 748 3055 2326 224 0 228 1159 7 430 147 20 15 203 0 0 -543 0 0 -232 12 3998 7053 4058 60 -5 7108 0 0 0 7116 7116

6:00 50.03 1910 1738 77 165 75 318 674 3047 2285 213 0 228 1156 6 429 132 15 65 207 0 0 -336 0 0 -241 12 4171 7218 4111 -61 -5 7152 0 0 0 7153 7153

7:00 50.04 1911 1739 100 183 84 322 667 3096 2315 235 0 225 1131 6 424 153 16 76 208 0 0 -324 0 0 -247 12 4229 7325 4223 -6 -5 7313 0 0 0 7313 7313

8:00 50.05 1916 1744 102 174 93 322 678 3113 2313 219 0 225 1135 6 424 153 12 77 206 0 0 -293 0 0 -270 12 4218 7331 4168 -51 -5 7276 0 0 0 7276 7276

9:00 50.01 1950 1774 90 168 84 323 807 3247 2308 228 0 225 1138 6 425 167 12 78 210 0 0 -352 0 0 -295 12 4162 7409 4006 -156 -5 7248 0 0 0 7251 7251

10:00 50.01 1969 1791 82 174 95 329 938 3410 2327 285 0 228 1184 6 430 178 32 79 208 0 0 -735 0 0 -311 12 3923 7333 3772 -152 -7 7174 0 0 0 7176 7176

11:00 49.99 1990 1811 70 170 88 333 996 3467 2318 310 0 225 1166 7 433 195 43 66 198 0 0 -979 0 0 -324 12 3670 7138 3619 -52 -7 7079 0 0 0 7084 7084

12:00 49.98 1981 1802 63 202 99 334 1013 3514 2329 294 0 225 1166 7 435 199 32 47 202 0 0 -1037 0 0 -330 12 3583 7096 3456 -127 -7 6963 0 0 0 6970 6970

13:00 49.98 1975 1797 83 239 97 332 988 3536 2321 277 0 228 1177 8 436 179 30 42 195 0 0 -1023 0 0 -322 12 3558 7095 3651 92 -7 7181 0 0 0 7185 7185

14:00 49.95 1997 1818 87 276 119 326 934 3559 2351 286 0 228 1163 8 436 169 28 49 195 0 0 -1023 0 0 -313 12 3589 7147 3621 33 -6 7174 0 0 0 7185 7185

15:00 49.94 2021 1839 76 258 119 329 872 3492 2364 317 0 228 1168 8 436 182 33 43 202 0 0 -1053 0 0 -291 12 3650 7142 3668 19 -7 7154 0 0 0 7168 7168

16:00 50.01 2015 1833 75 237 114 321 832 3412 2358 319 0 234 1160 8 436 182 39 47 197 0 0 -1001 0 0 -272 12 3719 7131 3668 -51 -6 7073 0 0 0 7077 7077

17:00 50.02 1955 1779 69 243 129 313 766 3298 2272 243 0 233 1141 8 436 162 31 57 197 0 0 -1052 0 0 -248 12 3492 6790 3419 -73 -5 6711 0 0 0 6713 6713

18:00 50.04 1918 1746 72 174 101 307 717 3117 2160 129 0 233 1113 2 425 122 9 62 197 0 0 -818 0 0 -248 12 3399 6516 3164 -235 -7 6274 0 0 0 6275 6275

19:00 50.00 1950 1775 127 269 133 319 689 3312 2290 285 0 233 1167 2 430 155 22 136 190 0 0 -1408 0 0 -216 12 3299 6610 3296 -3 -7 6601 0 0 0 6604 6604

20:00 49.99 2076 1889 198 409 202 390 717 3804 2387 331 0 236 1133 17 431 206 44 208 189 0 0 -1547 0 0 -80 12 3568 7372 3564 -4 -7 7361 0 0 0 7366 7366

21:00 49.98 2078 1891 156 315 159 383 780 3685 2379 340 0 236 1154 17 431 211 47 217 187 0 0 -1502 0 0 -80 12 3649 7335 3644 -6 -7 7323 0 0 0 7329 7329

22:00 50.02 2068 1882 134 278 142 381 801 3618 2319 285 0 236 1166 18 431 214 26 184 185 0 0 -1258 0 0 -80 12 3737 7355 3702 -35 -6 7314 0 0 0 7317 7317

23:00 49.99 2070 1883 143 366 172 379 784 3727 2402 311 0 236 1177 18 430 227 22 168 179 0 0 -1100 0 0 -86 12 3998 7725 4037 40 -7 7757 0 0 0 7763 7763

24:00 50.00 2084 1896 114 316 153 322 801 3602 2368 301 0 231 1174 17 430 205 21 136 195 0 0 -976 0 0 -33 12 4083 7685 4051 -32 -7 7647 0 0 0 7651 7651

Avg. 50.00 1997 1817 92 218 108 333 821 3389 2335 276 0 230 1160 9 431 181 30 80 198 0 0 -905 0 0 -213 12 3824 7213 3785 -39 -6 7168 0 0 0 7172 7172

00 TO 06 
HRS. 50.00 2001 1821 60 131 67 321 819 3219 2361 270 0 228 1169 10 431 179 35 24 204 0 0 -706 0 0 -176 12 4042 7262 4020 -23 -6 7233 0 0 0 7237 7237

06 TO 12 
HRS. 50.01 1953 1777 85 179 91 327 850 3308 2318 262 0 225 1153 6 429 174 25 71 205 0 0 -620 0 0 -296 12 3964 7272 3874 -90 -6 7176 0 0 0 7178 7178

12 TO 18 
HRS. 49.99 1980 1802 77 238 113 321 851 3402 2304 262 0 231 1154 7 434 166 28 50 197 0 0 -995 0 0 -282 12 3568 6970 3532 -36 -6 6928 0 0 0 6934 6934

06TO 18 
HRS. 50.00 1966 1789 81 208 102 324 851 3355 2311 262 0 228 1154 7 431 170 27 60 201 0 0 -808 0 0 -289 12 3766 7121 3703 -63 -6 7052 0 0 0 7056 7056

18 TO 24 
HRS. 50.00 2054 1869 145 325 160 362 762 3625 2358 309 0 235 1162 15 430 203 30 175 187 0 0 -1298 0 0 -96 12 3722 7347 3716 -7 -7 7334 0 0 0 7338 7338

Deviation
Intra 
State 
STOA

DEMAND 
MET

Load Shedding

REST. 
DEMAN

D
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T. 
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D

Hourly Average Own Generation, Schedule Drawal , Actual Drawal & Demand  
Month :- May 2017
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Own Generation Schedule from
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Drl
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LS

Restricte
d 

Demand

Unrestrict
ed 

Demand
SCH Demand 

Met
O/U 
DRL

SCH 
LS

Unsch 
LS

Restricte
d 

Demand

Unrestrict
ed 

Demand
SCH Demand 

Met
O/U 
DRL

SCH 
LS

Unsch 
LS

Restricte
d 

Demand

Unrestrict
ed 

Demand
Total Sch Total 

Drawal

1:00 49.98 2671 2735 63 0 0 2737 2737 2579 2587 7 0 0 2589 2589 2409 2128 -281 0 0 2130 2130 185 209

2:00 50.00 2587 2624 37 0 0 2625 2625 2490 2508 18 0 0 2509 2509 2386 2126 -259 0 0 2127 2127 185 216

3:00 50.00 2492 2537 45 0 0 2538 2538 2408 2435 27 0 0 2435 2435 2421 2231 -190 0 0 2232 2232 185 209

4:00 50.00 2444 2496 52 0 0 2497 2497 2383 2404 21 0 0 2405 2405 2406 2221 -185 0 0 2222 2222 185 206

5:00 49.99 2420 2470 50 0 0 2471 2471 2367 2381 13 0 0 2382 2382 2410 2251 -159 0 0 2252 2252 185 206

6:00 50.00 2412 2424 13 0 0 2425 2425 2372 2428 56 0 0 2429 2429 2572 2465 -107 0 0 2466 2466 185 207

7:00 50.04 2446 2463 17 0 0 2463 2463 2435 2496 61 0 0 2497 2497 2854 2756 -98 0 0 2756 2756 185 213

8:00 50.03 2356 2354 -2 0 0 2354 2354 2464 2481 18 0 0 2481 2481 2908 2809 -99 0 0 2809 2809 185 215

9:00 50.00 2316 2294 -22 0 0 2295 2295 2403 2405 3 0 0 2406 2406 2966 2832 -134 0 0 2833 2833 185 215

10:00 50.02 2278 2286 7 0 0 2286 2286 2308 2319 11 0 0 2320 2320 2854 2671 -183 0 0 2671 2671 185 221

11:00 50.00 2265 2275 10 0 0 2276 2276 2230 2215 -15 0 0 2216 2216 2678 2468 -211 0 0 2469 2469 185 202

12:00 49.99 2171 2154 -17 0 0 2155 2155 2077 2058 -19 0 0 2060 2060 2612 2400 -212 0 0 2402 2402 185 205

13:00 50.01 2092 2108 16 0 0 2109 2109 1969 2002 33 0 0 2002 2002 2611 2550 -61 0 0 2551 2551 185 199

14:00 49.98 2044 2025 -18 0 0 2027 2027 1954 1988 34 0 0 1989 1989 2617 2542 -75 0 0 2544 2544 185 198

15:00 49.96 1976 2011 36 0 0 2014 2014 1929 1984 55 0 0 1987 1987 2594 2562 -32 0 0 2566 2566 185 208

16:00 49.97 1985 2044 59 0 0 2047 2047 1925 2002 77 0 0 2004 2004 2591 2574 -17 0 0 2577 2577 185 208

17:00 50.00 2013 2031 18 0 0 2032 2032 1968 2009 41 0 0 2010 2010 2553 2425 -129 0 0 2426 2426 185 208

18:00 50.02 2016 2026 10 0 0 2026 2026 2001 2034 32 0 0 2034 2034 2484 2275 -209 0 0 2276 2276 185 210

19:00 49.97 2233 2365 133 0 0 2368 2368 2104 2157 53 0 0 2159 2159 2591 2538 -52 0 0 2541 2541 183 206

20:00 50.00 2578 2636 58 0 0 2637 2637 2491 2542 51 0 0 2543 2543 2601 2362 -239 0 0 2363 2363 183 205

21:00 49.97 2596 2640 44 0 0 2642 2642 2500 2537 37 0 0 2540 2540 2452 2183 -268 0 0 2186 2186 179 193

22:00 50.00 2557 2589 32 0 0 2591 2591 2463 2503 39 0 0 2504 2504 2433 2239 -195 0 0 2240 2240 179 189

23:00 49.97 2727 2815 88 0 0 2818 2818 2595 2690 95 0 0 2692 2692 2530 2317 -212 0 0 2320 2320 181 187

24:00 49.98 2713 2784 71 0 0 2786 2786 2616 2642 26 0 0 2644 2644 2509 2224 -285 0 0 2226 2226 181 197

Avg. 50.00 2349 2383 33 0 0 2384 2384 2293 2325 32 0 0 2327 2327 2585 2423 -162 0 0 2424 2424 184 205

00 TO 06 
HRS. 49.99 2504 2547 43 0 0 2549 2549 2433 2457 24 0 0 2458 2458 2434 2237 -197 0 0 2238 2238 185 209

06 TO 12 
HRS. 50.01 2305 2304 -1 0 0 2305 2305 2320 2329 10 0 0 2330 2330 2812 2656 -156 0 0 2657 2657 185 212

12 TO 18 
HRS. 49.99 2021 2041 20 0 0 2042 2042 1958 2003 45 0 0 2004 2004 2575 2488 -87 0 0 2490 2490 185 205

06TO 18 
HRS. 50.00 2163 2172 9 0 0 2174 2174 2139 2166 28 0 0 2167 2167 2694 2572 -122 0 0 2573 2573 185 209

18 TO 24 
HRS. 49.98 2567 2638 71 0 0 2640 2640 2461 2512 50 0 0 2514 2514 2519 2311 -209 0 0 2312 2312 181 196

Annexure-4.4

Discomwise Hourly Average Schedule Drawal , Actual Drawal &Over(+)/Under(-) Drawal
Month :- April 2017

FIGURES IN MW

Hrs. FREQ.

EZONE CZONE WZONE Railway
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SCH Demand 
Met

O/U 
DRL

SCH 
LS

Unsch 
LS

Restricte
d 

Demand

Unrestrict
ed 

Demand
SCH Demand 

Met
O/U 
DRL

SCH 
LS

Unsch 
LS

Restricte
d 

Demand

Unrestrict
ed 

Demand
SCH Demand 

Met
O/U 
DRL

SCH 
LS

Unsch 
LS

Restricte
d 

Demand

Unrestrict
ed 

Demand
Total Sch Total 

Drawal

1:00 49.98 2552 2618 66 0 0 2621 2621 2465 2516 50 0 0 2518 2518 2398 2146 -251 0 0 2148 2148 101 194

2:00 50.00 2496 2537 42 0 0 2539 2539 2391 2441 49 0 0 2442 2442 2343 2099 -245 0 0 2100 2100 101 207

3:00 50.00 2418 2468 51 0 0 2469 2469 2341 2403 63 0 0 2404 2404 2357 2166 -191 0 0 2167 2167 101 205

4:00 50.01 2388 2436 48 0 0 2436 2436 2325 2371 46 0 0 2372 2372 2332 2133 -199 0 0 2134 2134 101 198

5:00 49.97 2350 2389 40 0 0 2392 2392 2304 2355 52 0 0 2358 2358 2354 2164 -190 0 0 2166 2166 101 200

6:00 50.03 2288 2254 -34 0 0 2254 2254 2301 2360 59 0 0 2360 2360 2478 2333 -145 0 0 2334 2334 101 206

7:00 50.04 2246 2239 -7 0 0 2239 2239 2272 2346 75 0 0 2346 2346 2645 2517 -128 0 0 2518 2518 101 210

8:00 50.05 2198 2172 -26 0 0 2172 2172 2305 2379 74 0 0 2379 2379 2690 2512 -178 0 0 2512 2512 101 213

9:00 50.01 2171 2123 -48 0 0 2124 2124 2296 2342 46 0 0 2342 2342 2722 2568 -154 0 0 2569 2569 101 215

10:00 50.01 2187 2144 -43 0 0 2144 2144 2280 2313 33 0 0 2313 2313 2698 2507 -191 0 0 2507 2507 101 211

11:00 49.99 2192 2212 20 0 0 2214 2214 2219 2275 56 0 0 2277 2277 2573 2398 -174 0 0 2400 2400 101 193

12:00 49.98 2175 2194 18 0 0 2196 2196 2154 2186 32 0 0 2188 2188 2553 2390 -163 0 0 2392 2392 101 194

13:00 49.98 2187 2276 88 0 0 2277 2277 2142 2221 79 0 0 2222 2222 2564 2498 -66 0 0 2500 2500 101 186

14:00 49.95 2155 2226 71 0 0 2229 2229 2180 2262 82 0 0 2266 2266 2563 2494 -70 0 0 2497 2497 101 192

15:00 49.94 2156 2218 62 0 0 2222 2222 2200 2245 45 0 0 2249 2249 2583 2487 -96 0 0 2492 2492 101 205

16:00 50.01 2132 2152 20 0 0 2153 2153 2207 2252 45 0 0 2253 2253 2580 2472 -108 0 0 2473 2473 101 198

17:00 50.02 2046 2054 8 0 0 2055 2055 2157 2150 -7 0 0 2150 2150 2492 2305 -187 0 0 2305 2305 101 202

18:00 50.04 1970 1890 -80 0 0 1890 1890 2083 2099 16 0 0 2099 2099 2380 2088 -292 0 0 2088 2088 101 197

19:00 50.00 1982 2046 63 0 0 2046 2046 2025 2080 55 0 0 2081 2081 2356 2267 -89 0 0 2268 2268 99 208

20:00 49.99 2335 2485 150 0 0 2487 2487 2300 2449 149 0 0 2451 2451 2470 2231 -239 0 0 2233 2233 99 196

21:00 49.98 2410 2491 82 0 0 2493 2493 2383 2508 125 0 0 2510 2510 2381 2131 -250 0 0 2133 2133 99 192

22:00 50.02 2443 2486 42 0 0 2487 2487 2411 2483 72 0 0 2484 2484 2439 2159 -280 0 0 2159 2159 99 187

23:00 49.99 2554 2691 137 0 0 2693 2693 2504 2630 126 0 0 2632 2632 2534 2261 -274 0 0 2263 2263 101 176

24:00 50.00 2533 2652 119 0 0 2654 2654 2493 2575 81 0 0 2576 2576 2458 2228 -229 0 0 2230 2230 101 192

Avg. 50.00 2273 2311 37 0 0 2312 2312 2281 2343 63 0 0 2345 2345 2498 2315 -183 0 0 2316 2316 100 199

00 TO 06 
HRS. 50.00 2415 2451 35 0 0 2452 2452 2354 2408 53 0 0 2409 2409 2377 2174 -203 0 0 2175 2175 101 202

06 TO 12 
HRS. 50.01 2195 2181 -14 0 0 2182 2182 2254 2307 52 0 0 2308 2308 2647 2482 -165 0 0 2483 2483 101 206

12 TO 18 
HRS. 49.99 2108 2136 28 0 0 2138 2138 2162 2205 43 0 0 2207 2207 2527 2390 -136 0 0 2392 2392 101 197

06TO 18 
HRS. 50.00 2151 2158 7 0 0 2160 2160 2208 2256 48 0 0 2257 2257 2587 2436 -151 0 0 2438 2438 101 201

18 TO 24 
HRS. 50.00 2376 2475 99 0 0 2477 2477 2353 2454 101 0 0 2456 2456 2440 2213 -227 0 0 2214 2214 100 192

Discomwise Hourly Average Schedule Drawal , Actual Drawal &Over(+)/Under(-) Drawal
Month :- May 2017

FIGURES IN MW

Hrs. FREQ.

EZONE CZONE WZONE Railway
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System Disturbance / System Incidence  
 
 

1. System Disturbance on 07.04.2017 at 220 KV S/s Jabalpur Nayagaon: On dated 
07.04.2017 at around 22:25 Hrs. M.P system was normal and frequency of National Grid was 
49.82 Hz. Prior to fault 220/132 KV, 160 MVA X’mer – IV at 220 KV S/s Jabalpur was out of 
service since 30.09.2016 due to tipping on differential indication. At around 22:21 Hrs., on 
07.04.2017, 220/132 KV, 120 MVA Mistubishi X’mer – II tripped from 220 KV Side on Over 
Current indication due to fault in its control cable at 220 KV S/s Jabalpur resulting in 
overloading and tripping of 220/132 KV, 120 MVA BHEL X’mer – I & 220/132 KV, 160 MVA 
GEC X’mer – III at 220 KV S/s Jabalpur and 220/132 KV, 160 MVA X’mer at 220 KV S/s 
Panagar also tripped due to over loading along with following feeders and transformers:- 
132 KV Damoh – Tejgarh Ckt. 
132 KV Katni Interconnector – I. 
132 KV Katni Interconnector – II. 
132 KV Narsinghpur – Shrinagar Ckt. 
132 KV Jabalpur – Tejgarh tap Patan. 
Due to above tripping there was interruption at 220 KV S/s Jabalpur, 220 KV S/s Panagar, 
132 KV S/s Katni, 132 KV S/s Madhotal, 132 KV S/s Mansakra, 132 KV S/s VFJ, 132 KV S/s 
Vinobhave, 132 KV S/s Katangi, 132 KV S/s Shahpura, 132 KV S/s Shrinagar, 132 KV S/s 
Tejgarh, 132 KV S/s Patan, 132 KV S/s Maneri and there was load loss of about 279 MW, 
139.5MWH. There was no generation loss and System was normalized in due course of 
time.  
 
 

2. System Disturbance on 09.05.2017 at 220 KV S/s Satna: On dated 09.05.2017 at around 
16:35 Hrs. M.P system was normal and frequency of National Grid was 50.07 Hz. Prior to 
fault 220 KV Satna(PG) – Maihar Ckt, 132 KV Satna – Maihar Ckt, 132 KV Satna – Kymore 
Ckt and 132 Rewa – Rampur Baghelan Ckt was kept open for load management  & to restrict 
the overloading on 400/220 KV Satna ICTs. At around 16:39 Hrs., on 09.05.2017, B-phase 
220 KV Main Bus – II isolator post insulator of 160 MVA BHEL X’mer was broken and jumper 
fallen down due to heavy storm and rain at 220 KV S/s Satna, resulting following trippings:- 
220/132 KV, 160 MVA AREVA make X’mer at 220 KV S/s Satna. 
220 KV Satna(M.P) – Satna(PGCIL) Ckt – III.  
220 KV Satna(M.P) – Satna(PGCIL) Ckt – I.  
220 KV Satna – Tons Ckt. 
220 KV Satna – Kotar Ckt. 
220 KV Satna – Chhatarpur Ckt. 
Load dropping scheme at 220 KV S/s Satna also operated resulting in tripping of 132 KV 
Satna – Panna Ckt. Due to above tripping there was interruption at 220 KV S/s Satna, 220 
KV S/s Kotar, 132 KV S/s Majhgawan, 132 KV S/s Satna, 132 KV S/s Rampur Baghelan, 132 
KV S/s Nagod, 132 KV S/s Pawai, 132 KV S/s Panna, Satna Cement, Prism Cement and 
there was load loss of about 378 MW, 49MWH. There was no generation loss and System 
was normalized in due course of time.  
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3. System Disturbance on 26.05.2017 at 220 KV S/s Satna: On dated 09.05.2017 at around 
20:15 Hrs. M.P system was normal and frequency of National Grid was 50.01 Hz. Prior to 
fault 132 KV Satna – Maihar Ckt and 132 KV Satna – Kymore Ckt were kept open for load 
management. At around 20:21 Hrs., on 26.05.2017, 132kv R- Phase CT of interconnector- II 
failed at 132 KV S/s Satna, resulting into following trippings:- 
220/132 KV 160 MVA AREVA make   X’mer at 220 KV S/s Satna 
220/132KV 160 MVA ABB make X’mer at 220 KV S/s Satna. 
132KV Satna-Satna IC -I &II. 
Due to above tripping there was interruption at 220 KV S/s Satna, 132 KV S/s Majhgawan, 
132 KV S/s Satna, 132 KV S/s Nagod, 132 KV S/s Pawai, 132 KV S/s Panna, Satna Cement, 
Prism Cement and there was load loss of about 162 MW. There was no generation loss and 
System was normalized in due course of time. 
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Annexure-6.5A 
 

Schemes  of Western Region  funded under PSDF 
 

State I UT Sr. 
No. 

Details of the Scheme Nos. of 
Schemes 

Grant 
Sanctioned 
(in Rs 
Crores) 

Date of 
Sanction 

Funds 
released 
(in Rs Crores) 
as on 
30.11.2016 

%age of 
fund 
Disbursed 
against 
Grant 
sanctioned 

Madhya 
Pradesh 

1. Implementation of 
Integrated system for 
availability based 
tariff. 

2 3.6 17/03/2016 0 0% 

2. Renovation and 
Upgradation of 
protection system of 
substations of 
MPPTCL 

92.7 17/03/2016 0 0% 

Madhya 
Pradesh 

3. Renovation and 
Upgradation of 
protection system of 
substations MPPGCL 

2 47.11 5/9/2016 0 0% 

4. Installation of 
125MVARBus 
Reactor at SSTPP 
Khandwaand 
50MVARLine 
Reactor at SGSTPS 
Birsinghpur 
substation of 
MPPGCL. 

5.59  0 0% 

Chhattisgarh 5. Renovation and 
Upgradation of 
protection system of 
substations 

1 61.67 5/9/2016 0 0% 

Gujarat 6. Automatic Demand 
Management Scheme 

3 1.50 11105/2015 
17/03/2015 

1.35 89.82% 

7. Load Forecasting 
Scheme 

3.70 04/08/2015 0 0% 

8. Wind generation 
forecasting project 
for State of Gujarat. 

1.62 17/03/2015 0 0% 

TOTAL 8 217.49    
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Annexure-6.5B

1. Name of the Scheme

1.1 Name of the substation and its Location

1.2 Executing Agency

1.3 State/Region

2. Date of Sanction Order

2.1 Date of Agreement of Entity with State Govt. / NLDC

2.2 Total Approved Cost of Scheme

2.3 Approved  Grant by Monitoring Committee (Rs. In Lakhs)

2.4 Date of Requisition by the Entity

2.4 a) Date and Reference of LOA

2.4 b) Amount of LOA

2.5 Date of Disbursement and amount

2.5.1 Ist Installment

2.5.2 IInd Installment

2.5.3 IIIrd Installment

2.6 Date of Scheduled completion of work

2.7 Date of Handling over of Site to entity ( In case of Turn key project)

Sch. Act.
1 Item Details (As per Annexure-II)

1.1

1.2

Erection Discription
works as per 

LOA
Progress During 
Month

Balance

2 Work Details

2.1

2.2

3 Others

Signature With Seal of The Nodal Officer

No.

Report for the Month of  JANUARY 2017

CUMMULATIVE 
PROGRESS till date

Reporting Format to the PSDF Project Monitoring Group

CUMMULATIVE 
PROGRESS till date

RemarkBalance

Quantity 
Received during 

Month
Qty. AS PER 

LOASupply Discription
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Annexure-6.9.B

Letter No: Date:-

Subject:-
Reference:- 

1 Name of Division & Circle
2 Name of Sub Station
3 Name of Line / Equipment proposed for outage.
4 Date & Time when outage is required
5 Nature of work to be carried out 

6 Continous or Daily basis outage (in cas eof long duration outages).

7 Previous Maintenance work carried out on Date & Time
8 Load on Line / Equipment in MW / Amp.

i. Maximum Load
ii. Min Load

9
Weather alternate supply is available during outage? (Specify if 
yes)

10 Quantum of load MW & Area affected during outage 

11 NOC of concerned utilities/licensee obtained?

12 Any other relevant information pertaining to proposed outage.

13 Name & designation of the officer responsible for site work

14 His contact no.

i. Mobile No.

ii. Land Line no.

15 In case of area affects

i. Name of the officer incharge of Concerned Discom/Utility in that 
area with moblie/land line no.

ii. Whether wide publicity is given by concerned Discom/Uitility, 
maintenance Unit/Division is informed.

16
In case of line outage, whether other end S/s, line maintenence 
unit/division is informed.

17 Remarks/Comments if any.

Submitted for your approval & further needful please.

Superintending Engineer,
MPPTCL

Note:- if the applying agency is other than MPPTCL, it can change its details accordingly.

From:
The Superintending Engineer,
State Load Despatch Center, Nayagaon, 
Jabalpur
E-mail ID: sldcmpjbp@gmail.com, 
sldcmpjbp@yahoo.com
Control Room No. 9425806598

MADHYAPRADESH POWER TRANSMISSION COMPANY LIMITED
From:
The Superintending Engineer, 
MPPTCL,
E-mail ID: 
Contact No:
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Annexure: 6.12 

 The details of nominated officers for state level relay setting group are as mentioned here 

under:- 

S.no Name Designation Mobile No. Office/Company 

1. Er. Amarkirti Saxena SE(T&C) 9425805011 

 

SE(T&C),MPPTCL, Circle 
Khandwa. 

2. Er. Ajay Shrivastava SE(T&C) 9425804902 

 

SE(T&C), MPPTCL, Circle 
Jabalpur. 

3. Er. Sunil Yadav EE 9425804916 

 

220 KV Testing Dn.-I, MPPTCL, 
Indore. 

4. Er.P.K.Ahuja EE 9425805007 

 

400 KV Testing Dn., MPPTCL, 
Ashta. 

5. Er. Manish Khare EE 9425805044 

 

O/o CE(T&C), MPPTCL, 
Jabalpur. 

6. Er. Kamal Kant Ahirwar EE 9425804984 

 

400 KV Testing Dn., MPPTCL, 
Bina. 

7. Er. Pranay Joshi AE 9425804951 

 

O/o EE, 400 KV Testing Div., 
MPPTCL, Nagda. 

8. Er. Manish Gupta AE 945806927 

 

O/o EE, Testing Dn., MPPTCL, 
Rewa. 

9. Er. I.K.Pandey SE 9425806632 O/o CE(Hydel), MPPGCL, 
Jabalpur. 

10. Er. Irshad Khan EE 9425808590 O/o ED(Engg), MPPGCL, 
Jabalpur. 

11. Er. Rajendra Agrawal EE 9425808834 O/o ED(SSTPP), MPPGCL, 
Khandwa. 

12. Er. Rajeev Bhatnagar EE 9425808739 O/o CE(SGTPS), MPPGCL, 
Birsinghpur. 
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13. Er. Harpreet AE 9425808578 O/o CE(SGTPS), MPPGCL, 
Birsinghpur. 

14. Er. Rajeev Singh EE 9425611125 O/o CE(STPS), MPPGCL, Sarni. 

15. Er. Pramod Prajapati Dy Manager 9869025922 WRLDC, Mumbai 

16. Er. Pradeep K Sanodiya Sr. Engineer 8452045338 WRLDC, Mumbai 

17. Er. Nitin Gupta AM(E) 9424018279 Omkareshwar HPS, NHDC. 

18. Er. B. K. Sahu Engineer(Electri
cal) 

9424025167 Indira Sagar Power Station, 
NHDC ,Narmada Nagar , Disst. 
Khandwa 

19. Er. Rohit Namdev Sr. Engineer 9752596304 Jaypee Bina TPS. 

20. Er. S. Chakraborty EE 9425805249 O/o C.E (SLDC), MPPTCL, 
Jabalpur 

21. Er. R. C. Sharma EE 9425805279 O/o E.E (Sub-SLDC), MPPTCL, 
Indore 
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04/07/2017

Annexure-8.1.1

SNO Meter No Location Feeder Name District Data Not Available Dates

1 MPE53482 132KV S/S ARON 40MVA,EMCO GUNA 01/06/2017 to 30/06/2017

2 MPE51924 132KV S/S ASHOKNAGAR 40MVA,BBL-II ASHOKNAGAR 01/06/2017 to 30/06/2017

3 MPP28453 220KV S/S S/Z, INDORE 132KV PITHAMPUR (FOR STI) IND 04/06/2017 to 30/06/2017

4 GEC08911 132KV S/S GHATA BILLODMVA 132/33KV XMER NGEF S.NO. 2500051 DHAR 01/06/2017 to 30/06/2017

5 MPE51976 132KV S/S BIORA 40MVA MAKE ABB SN 12020-014 RAJGARH 02/06/2017 to 30/06/2017

6 MSP44327 132KV S/S GOPALPUR 40MVA TRANSFORMER PC0100096 T&R SEHORE 01/06/2017 to 30/06/2017

7 MPE51962 132KV S/S RAISEN 20MVA MAKE APEX SN T-712/45172 RAISEN 01/06/2017 to 30/06/2017

8 MPC57144 132KV S/S RUNAHA 63MVA MAKE BBL SN 5308/10 VIDISHA 01/06/2017 to 30/06/2017

9 MPE53514 132KV S/S VIDISHA 63MVA MAKE BBL SN 5032/4 VIDISHA 01/06/2017 to 30/06/2017

10 MPE51977 220KV S/S ITARSI 20MVA MAKE AMCO SN 1313/11538 HOSHANGABAD 01/06/2017 to 30/06/2017

11 MPP28693 132KV S/S KURAWAR COM_33KV KHOKRAKALA FEEDER (CZ TO RAJGARH 01/06/2017 to 30/06/2017

12 MPP28723 220KV S/S BINA ISCOM_33KV VIDISHA FEEDER ( EZ TO C SGR 01/06/2017 to 30/06/2017

13 MPE53503 132KV S/S PICHORE 12.5MVA,CGL SHIVPURI 01/06/2017 to 30/06/2017

14 Y0221297 132KV S/S MORENA 40 MVA MAKE BBL SN 4910/7 MORENA 01/06/2017 to 30/06/2017

15 MPE51934 132KV S/S DABRA 40 MVA MAKE BBL SN 1239/11296 GWL 01/06/2017 to 30/06/2017

16 MPE53513 132KV S/S DATIA 40 MVA MAKE EMCO SN HT-12510 DATIA 03/06/2017 to 30/06/2017

17 MPE51941 132KV S/S LAHAR 40 MVA MAKE BBL SN 4910/2 BHIND 01/06/2017 to 30/06/2017

18 MPE51936 132KV S/S SEONDHA 12.5 MVA MAKE BHEL SN 6002787 DATIA 01/06/2017 to 30/06/2017

19 MPE51937 132KV S/S SEONDHA 20MVA MAKE HEL SN 6000197 DATIA 01/06/2017 to 30/06/2017

20 MPC75135 220KV S/S DHAR 132 KV VACMAT UJJAINI DHAR 01/06/2017 to 30/06/2017

21 MPE51906 132KV S/S SANWER 16 MVA EMCO 1045/10878 IND 01/06/2017 to 30/06/2017

22 MPP28690 220KV S/S NIMARANI 16 MVA BBL 1992/1 DHAR 02/06/2017 to 30/06/2017

23 MPP28587 132KV S/S NARSINGPUR 40MVA BHEL SN6004697 NARSINGPUR 01/06/2017 to 30/06/2017

24 Y0280030 132KV S/S AMLA Tr.132KV RLY. TR. BORDAHI_AMLA BETUL 01/06/2017 to 30/06/2017

25 MPE51722 132KV S/S BIJAWAR 40MVA MAKE NGEF SN 5076/12 CHATARPUR 03/06/2017 to 30/06/2017

26 MPP28402 132KV S/S WAIDHAN 40 MVA X-mer (BBL) SIDHI 01/06/2017 to 30/06/2017

27 ABB01789 220 KV S/S KOTAR 63MVA XMER SATNA 01/06/2017 to 30/06/2017

28 MPE51871 132KV S/S CHAPDA 12.5MVA MAKE BBL SN 1428/3 DWS 01/06/2017 to 30/06/2017

29 Y0221354 132KV S/S KANNOD 16MVA MAKE BBL SN 1992/5 DWS 01/06/2017 to 30/06/2017

30 MPC58858 132KV S/S MSP DEWAS 63MVA MAKE EMCO SN 4882 DWS 01/06/2017 to 30/06/2017

31 MPE51869 132KV S/S MSP DEWAS 40MVA MAKE GEC SN B-25820 DWS 02/06/2017 to 30/06/2017

32 Y0221549 132KV S/S SHAJAPUR 40MVA MAKE BHEL SN 2012385 SHAJAPUR 01/06/2017 to 30/06/2017

33 Y0221211 132KV S/S SHAJAPUR 40MVA MAKE ECE SN S-86020 SHAJAPUR 01/06/2017 to 30/06/2017

34 MPP28615 132KV S/S ARNIAKALA 40MVA MAKE ABB SN 12020-018 SHAJAPUR 01/06/2017 to 30/06/2017

35 MPE53455 132KV S/S RATLAM 40MVA MAKE IMP MAKE SN. PT-6727 RATLAM 01/06/2017 to 30/06/2017

36 MPE51890 220KV S/S DALODA 40MVA X-mer MAKE TELK SN 120459/8 MANDSAUR 01/06/2017 to 30/06/2017

37 MPC58835 132KV S/S POLAIKALAN 20 MVA EMCO UJJ 01/06/2017 to 30/06/2017

MADHYA PRADESH POWER TRANSMISSION COMPANY LIMITED
             STATE LOAD DESPATCH CENTRE (SLDC), Jabalpur, MP

                      EOP : ABT SEM Data Driver
Monthly Data Non-Availability Report (Main Meter) from 01/06/2017 to 30/06/2017
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Sr. No Make SIM No.
SIM 
Data 
No.

IMSI 
No.

Service 
Activated 
GPRS/ 
GSM

1 MPC57149 132KV S/S ANJAD 40MVA XMER BHEL 
S.NO. 2037088 400KV Indore Testing Division - II Indore

2 MPC57145 132KV S/S DHAR 40MVA BHEL 400KV Indore Testing Division - II Indore
3 XB577379 132KV LATERI 40MVA IMP SN PT-7282 BHOPAL Testing Division -II Bhopal
4 NA 132KV S/S ICHHAWAR 40MVA BBL SN 1448/3 BHOPAL Testing Division - I Bhopal

5 MPC74042 132KV TAMOT 40MVA MAKE CGL SN 
24788 BHOPAL Testing Division -II Bhopal

6 XB577758 132KV S/S ESAGARH_NEW 40MVA MAKE BHEL 400KV BINA Testing Division  Guna
7 XB583343 132KV PRATAPURA 40MVA GWALIOR Testing Division -II Gwalior
8 XC559777 220KV MORENA 63MVA GWALIOR Testing Division  Morena
9 MPP28696 132KV S/S SHIVPURI 40MVA,BBLSN  5033/1 GWALIOR Testing Division  Guna-S/S Dn Shivpuri

10 MPC59861 132KV S/S ALIRAJPUR 20MVA BBL 1991/3 INDORE Testing Division - Rajgarh

11 MPC58407 220KV S/S JULWANIYA 40MVA BHEL SN 
2037620 INDORE Testing Division - II Barwaha

12 NA 132KV JHABUA 40 MVA MAKE NGEF INDORE Testing Division - II Indore
13 NA 132KV S/S KASRAWAD 20MVA INDORE Testing Division - I Indore
14 NA 132KV S/S TALAKPURA 40 MVA INDORE Testing Division - Barwaha
15 MPC73877 132KV S/S SINGHANA 40 MVA IMP INDORE Testing Division - II Indore
16 XB552537 132KV S/S Kishangarh 40 MVA IMP INDORE Testing Division - Dewas
17 MPC58410 132KV S/S BICHHUA 40MVA BHEL XMER JABALPUR Testing Division -II Chindwara
18 MP925055 220KV S/S PANAGAR 220KV PANAGAR JABALPUR Testing Division - JABALPUR
19 MPP28518 220KV S/S CHHINDWARA 50MVA XMER JABALPUR Testing Division -II Chindwara
20 NA 132KV BENEGAON 12.5MVA JABALPUR Testing Division -II Chindwara
21 XB577474 132KV AMARWARA 50MVA BHEL JABALPUR Testing Division -Chhindwara
22 XB577435 132KV S/S KATNI 50MVA MAKE BHEL JABALPUR Testing Division - Katni
23 XB577453 220KV S/S SEONI 50MVA BHEL JABALPUR Testing Division - Seoni

24 NA 132KV S/S NARSINGPUR 50MVA BHEL SN2042481 JABALPUR Testing Division -II Jabalpur

Feeder Name T & C 
Circle T & C Division

Annexure-8.1.2

Modem & SIM detail
Modem SIM 

Modem & SIM details required of the newly commissioned transformers / HT Consumers

SNO Meter No Location
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25 NA 220KV S/S CHICHLI 50MVA XMER MAKE 
BHEL SR. 2042480 JABALPUR Testing Division -II Jabalpur

26 Y0062910 132KV S/S GADARWARA 132KV TC_NTPC JABALPUR Testing Division -II Jabalpur

27 XB577425 132KV S/S SLEEMANABAD 12.5MVA NGEF 
SN2800022226

JABALPUR Testing Division -Katni

28 XC530817 132KV S/S LALBARRA 40MVA IMP JABALPUR Testing Division -II Chindwara
29 XC548595 132KV S/S UMRETH 40MVA BBL XMER JABALPUR Testing Division -II Chindwara

30 NA 132KV S/S BOREGAON 50MVA BHEL SN.2042482 JABALPUR Testing Division -II Chindwara

31 MP924832 132KV S/S RAMPUR NAIKIN 40 MVA X-mer (33 kv side) SATNA Testing Division - Satna

32 KA907077 220KV S/S ANUPUR 132KV MOSERBEAR SATNA Testing Division - Satna- S/S DN Shahdol
33 MPC58838 220KV S/S SIDHI 220KV S/S SIDHI SATNA Testing Division - Rewa
34 KA904800 220KV S/S ANUPUR 132KV OPM SATNA Testing Division - Satna- S/S DN Shahdol

35 MPP28396 132KV S/S KATRA 50MVA BHEL MAKE 
XMER SATNA Testing Division - Rewa

36 MPP28606 132KV S/S RATLAM 50MVA X-mer BBL SN 
5406/10

UJJAIN Testing Division - Ratlam

37 XC573290 132KV S/S TAL 40MVA MAKE IMP UJJAIN Testing Division - Ratlam

38 XB577371 220KV BHANPURA 50MVA BHEL SN 2042485 UJJAIN Testing Division - Neemuch

39 NA 132KV S/S SATWAS 20MVA NGEF SN 280002-
2214 UJJAIN Testing Division - Dewas

40 Y0221471 220KV S/S NEEMUCH 50MVA BHEL UJJAIN Testing Division - Neemuch
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Annexure9.2
DATA OUT FROM LONG TIME

1 WAIDHAN 132KV S/S
2 MORWA 132 KV S/S
3 BEOHARI 132 KV S/S

                                        LIST OF TELEMETRY DISCRIPIENCY AND NOT CONNECTED PARAMETER

1 ALL T.M. DATA CB ,MW,MVAR N/A
2 132/33 KV(50MVA) XMER CB ,MW,MVAR N/A PROCESSES CONNECTION REQUIRED

1 132 KV MANGAWAN 2 CB /MW/MVAR N/A PROCESSES CONNECTION REQUIRED
2 132 KV REWA 2(INTERCONNECTOR) CB /MW/MVAR N/A PROCESSES CONNECTION REQUIRED
3 132 KV JP CEMENT BAGHWAR CB/MW/MVAR N/A PROCESSES CONNECTION REQUIRED
4 220/132 XMER 2 SEC CB FAULTY CLOSE

1 220 KV INTERCONNECTOR 1 & 4 MW/MVAR N/C 115/15
2 220/132 KV Xmer MW/MVAR Wrong
3 132 KV Umariya MW/MVAR Wrong

1 132 KV KOTMA CB N/A
2 220/132 KV TR 2 (160 MVA) PRI & SEC CB N/A CLOSE
3 220 KV BUS VOLTAGE & FREQUENCY N/A
3 132 KV SHAHDOL CB ,MW,MVAR N/A
4 132 KV KOTMA 2 CB ,MW,MVAR N/A
5 132 /33 KV TR 2 CB ,MW,MVAR N/A

1 132 KV ANUPPUR 2 CB /MW/MVAR FAULTY PROCESSES CONNECTION REQUIRED

1 132/33 KV40 MVA TRF 1 MW/MVAR 4/2 8/4
2 132/33 KV 20 MVA TRF 2 MW,MVAR 5/3 10/6

MAIHAR 220 KV S/S

KOTMA 132 KV S/S

BEOHARI 132KV S/S

REWA 220 KV S/S

SATNA CIRCLE

BIRSINGHPUR 220 KV S/S

ANUPPUR 220 KV S/S

PROCESSES CONNECTION REQUIRED
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Sr.no. DESCRIPTION Status telemetry value at SLDC actual value at site

1 220 KV SARNI CB /MW/MVAR N/C PROCESSES CONNECTION REQUIRED
2 220/132 KV XMER CB FAULTY CLOSE

1 132 KV BUS COUPLER CB FAULTY OPEN
1 132 KV BUS FREQUENCY N/A

2 220/132 KV XMER CB FAULTY CLOSE
SEONI 220 KV S/S

JABALPUR CIRCLE

PANDURNA 220 KV S/S

BHANEGAON 132 KV S/S
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Sr.no. DESCRIPTION Status telemetry value at SLDC actual value at site

1 220  KV Sagar CB Faulty PROCESSES CONNECTION REQUIRED
2 220  KV Sagar mw/mvar 64/14 97/20
3 220  KV tikamgadh feeder mw/mvar 19/7 25/10

SAGAR CIRCLE

DAMOH 220 KV S/S
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1 132 KV ASHOK NAGAR MW/MVAR N/C PROCESSES CONNECTION REQUIRED
2 220 KV & 132 KV B/C CB FAULTY
3 132/33 KV XMER-4 CB CB FAULTY

1 220 KV BUS COUPLER CB FAULTY CLOSE
2 132/33 KV TR 40  -1 CB FAULTY CLOSE
3 220/132 KV 160 MVA-2(LV) CB NON CURRENT  
4 132 KVBUSCOUPLER CB FAULTY OPEN

GUNA 220 KV S/S

BINA CIRCLE   
BINA 220 KV S/S
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1 220/132 KV 160 MVA XMER CB FAULTY CLOSE

1 132 KV KHIRKIYA PROCESSES CONNECTION REQUIRED
2 132 KV KHIRKIYA TRACTION-2 MW SIGN REVERSAL

1 220 KV BUS-2 VOLTAGE WRONG VALUES
2 220 KV PIPARIYA-2 MW/MVAR WRONG VALUES
3 132KV HOSHANGABAD-2 MW/MVAR/CB PROCESSES CONNECTION REQUIRED
4 132/33 TR 20MVA CB FAULTY CLOSE

1 132 KV GUDGAON-1 MW /MVAR /CB PROCESSES CONNECTION REQUIRED

1 132 KV BUS COUPLER MW/MVAR NON CURRENT
2 132 KV BUS COUPLER CB FAULTY OPEN

1 132 KV ASTHA-2 MW/MVAR WRONG VALUES
2 132 KV ASHTA-2 CB FAULTY CLOSE
3 132 KV ASTHA-1 MW/MVAR WRONG VALUES
4 132/33 KV 40 MVA CB OPEN CLOSE
5 132 KV BUS FREQUENCY NON CURRENT

1 132 KV RAGHOGARH MW/MVAR NON CURRENT
2 132/33 KV 20 MVA MW/MVAR NON CURRENT
3 220/132 KV 160 MVA- XMER (LV SIDE) CB OPEN CLOSE

1 400 KV & 220 KV BUS FREQUENCY WRONG VALUES
2 400 KV BUS COUPLER CB FAULTY
3 220 KV BUS COUPLER CB FAULTY

1 220 KV BHOPAL-1 CB OPEN CLOSE
2 132/33 KV 50MVA TR CB OPEN CLOSE
3 132 KV SHYAMPUR-2 CB NON CURRENT

1 132 KV HARDA-1 CB OPEN CLOSE

1 132/33 KV 40MVA BBL MW/MVAR WRONG VALUES
2 132/33 KV 20MVA TR MVAR NON CURRENT
3 132 KV BUS VOLTAGE NON CURRENT

1 132 KV SEHORE CB FAULTY
2 132/33KV 20 MVA XMER CB PROCESSES CONNECTION REQUIRED

1 132/33 KV 20 MVA XMER CB NA CLOSE

1 132 KV SHUJALPUR-2 CB NON CURRENT

1 SOE DATA PROCESSES CONNECTION REQUIRED

1 132 KV BAIRAGARH CB OPEN CLOSE

1 400 KV ITARSI-2 MVAR WRONG VALUES
2 400 KV DAMOH-1&2 (LINE REACTOR) MVAR WRONG VALUES

SEHORE 132 KV S/S

BHOPAL 400 KV S/S

GANJBASODA 220 KV S/S

HOSHANGABAD 220 KV S/S

ICHAWAR 132 KV S/S

KHILCHIPUR 132 KV S/S

PACHORE 132 KV S/S

SOE DATA NOT RECEIVED 

SARANGPUR 132 KV S/S

ASHTA 132 KV S/S

RAJGARH 220 KV S/S

ASHTA 400 KV S/S

SOE DATA NOT RECEIVED 

BAIRAGRAH 220 KV S/S

HANDIA 220 KV S/S

SARNI 220 KV S/S

HARDA 132 KV S/S

ITARSI 220 KV S/S

BETUL 220 KV S/S

GUDGAON 132 KV S/S

BHOPAL REGION
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1 220KV BUS COUPLER MW/MVAR NON CURRENT
2 220KV BHOPAL CB OPEN CLOSE
3 132 KV R.TRACT.-2 MW/MVAR NON CURRENT
4 132KV BUS COUPLER MW/MVAR NON CURRENT

1 220KV BUS VOLTAGE WRONG VALUES
2 220KV BUS COUPLER MW/MVAR PROCESSES CONNECTION REQUIRED
3 132 KV SANCHI R.-TRACT.-1 CB NON CURRENT
4 132KV BUS COUPLER MW/MVAR PROCESSES CONNECTION REQUIRED
5 220/132 KV 160 MVA XMER-2(LV) CB FAULTY CLOSE

1 132KV BUS COUPLER CB FAULTY OPEN

1 220 KB BUS COUPLER CB FAULTY CLOSE
2 220 KV TRANSFER BREAKER CB FAULTY OPEN
3 220/132 KV  160 MVA XMR-2 CB FAULTY CLOSE

1 400 KV ISP CB FAULTY CLOSE
2 GEN 6   CB FAULTY CLOSE
3 GEN 6   MW/MVAR WRONG VALUES
4 GEN 7   CB FAULTY CLOSE
5 220 KV BUS TRANSFER CB FAULTY CLOSE
6 220 KV BUS COUPLER CB FAULTY CLOSE
7 220 KV BUS VOLTAGE NON CURRENT

1 220 KV BUS COUPLER-1 CB FAULTY CLOSE
2 220 KV BUS TRANSFER-1 CB FAULTY CLOSE
3 220 KV BUS COUPLER-2 CB FAULTY CLOSE
4 220 KV BUS TRANSFER-2 CB FAULTY CLOSE
5 STN XMER-3 MW/MVAR NON CURRENT
6 STN XMER-3 CB FAULTY CLOSE
7 220 KV HANDIA CB OPEN CLOSE

1 220/132 KV TR 2 (160 MVA-2) MVAR NON CURRENT
2 220/132 KV TR 2 (160 MVA-2) MW WRONG VALUES
3 220/132 KV TR 2 (160 MVA-2)LV CB FAULTY
4 132/33 KV TR  (63 MVA)-2 CB FAULTY

1 220 KV MORENA-1 MW/MVAR NON CURRENT

1 132 KV CHANDERI CB OPEN CLOSE
2 132 KV DATIA CB FAULTY CLOSE
3 132 Kv KARERA CB OPEN CLOSE
4 132 KV RAJGHAT CB FAULTY OPEN
5 132 KV SHIVPURI CB OPEN CLOSE
6 132/33 KV TR 40 MVA CB FAULTY CLOSE
7 132/33 KV 40 MVA MW/MVAR NON CURRENT

1 220/132 KV TR 2(160MVA-2) MW/MVAR/CB N/A PROCESSES CONNECTION REQUIRED
2 220 KV BUS COUPLER CB FAULTY
3 132 KV KOLARAS MW/MVAR NON CURRENT
4 132 KV MOHNA MW/MVAR NON CURRENT
5 132/33 KV TR -1 MW/MVAR NON CURRENT
6 132/33 KV TR -2 MW/MVAR NON CURRENT
7 220/132 KV TR  (160 MVA)LV CB FAULTY CLOSE
8 132 KV BUS VOLTAGE NON CURRENT

1 132 KV BUS COUPLER CB FAULTY OPEN
2 132 KV SEONDHA CB FAULTY CLOSE

1 132 KV SABALGARH-2+KANDHAR MW/MVAR NON CURRENT
2 132 KV BUS FREQENCY NON CURRENT
3 132 KV BUS VOLTAGE NON CURRENT  
4 132/33 KV 63 MVA TR MW/MVAR NON CURRENT
5 132/33 KV 63 MVA TR CB FAULTY CLOSE
6 132/33 KV 40 MVA TR CB FAULTY CLOSE
7 132KV BARODA PROCESSES CONNECTION REQUIRED
8 132/33KV 50 MVA MW/MVAR NON CURRENT

SOE DATA NOT RECEIVED 

1 132/33 KV 40 MVA TR CB NON CURRENT  
VIJAYPUR 132 KV S/S

MALANPUR 220 KV S/S

PICHORE 132 KV S/S

SHIVPURI 220 KV S/S

MEHGAON 220 KV S/S

SHEOPURKALA 132 KV S/S

DATIA 220 KV S/S

BERASIA 132 KV S/S

MANDIDEEP 220 KV S/S

SATPURA 400T P S

SATPURA 220 TPS      

RAJGHAT  H P S   - RTU OUT         

GWALIOR 220 KV S/S

VIDISHA 220 KV S/S

MANDIDEEP 132 KV S/S
ALL CB STATUS ARE NON CURRENT
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1 220 KV BUS TIE CB FAULTY CLOSE
2 400 KV BUS TIE CB FAULTY CLOSE
3 400 KV ISP-1 CB FAULTY CLOSE
4 400/220 TRF-1 OLTC NOT COMING
5 400/220 TRF-3 OLTC NOT COMING

1 220 KV BUSCOUPLER CB FAULTY CLOSE

1 220/132 TRF-2 P MW,MVAR NOT COMING
2 220/132 TRF-2 S MW,MVAR NOT COMING
3 33KV DHAR CB FAULTY OPEN

1 220 KV MAHESHWAR 2 CB FAULTY OPEN
2 220/132 TR3 SEC SIDE MW,MVAR, OLTC N/C

3 132/33 TR3
CB FAULTY CLOSE

4 220/132 TR2 PRI SIDE MW 19.6 64
5 132KV BAGDI-2 MW,MVAR,CB
6 132KV JAMLI-2 MW,MVAR,CB
7 132KV BETMA-2 MW,MVAR,CB
8 132KV INTCC-2 MW,MVAR

1 220/132kV 160MVA TRF-1(SEC SIDECB FAULTY CLOSE

1 220/132 TR1, TR2,TR3 & TR4 OLTC N/C
2 220/132 TR4(SECONDARY SIDE) CB FAULTY
3 132KV BUS COUPLER CB FAULTY CLOSE
4 220 KV MAIN BUS HZ NOT COMING

NOTE:-

1 132KV RAILWAY TRAC 1&2 MW NOT COMING
2 132KV RAILWAY TRAC 1&2 MVAR NOT COMING
3 132KV RAILWAY TRAC 1 CB FAULTY CLOSE
4 33/11 KV TRF 1 & 2 MW,MVAR,CB,SOE NOT COMING

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

1 220/132 TR2 160MVA OLTC N/A
2 220/132 TR 1 4*40 MVA OLTC N/A
3 132 KV CHOTI KHARGONE MVAR N/A
4 220KV BUS 2 KV 223 181.3(SCADA VALUE)

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

1 132KV BUS COUPLER CB FAULTY CLOSE
2 132KV GAUTAM CB FAULTY CLOSE
2 132KV GAUTAM MW,MVAR NOT COMING
3 33KV CAP BANK CB FAULTY CLOSE
4 132/33 TRF-2 SEC SIDE CB,MW,MVAR NOT COMING
5 33/11 KV TR2 CB FAULTY CLOSE
6 33KV BUS COUPLER CB FAULTY CLOSE

1 400 KV REACTOR CB FAULTY CLOSE
2 400 KV BUS COUPLER CB FAULTY OPEN
3 220 kV  BUS I & II FREQ NOT SHOWING IN DECIMAL POINT
4 220 KV BUS COUPLER CB FAULTY OPEN
5 220 KV OMKARESHWER CB FAULTY OPEN

132 KV S/S BAHADURPUR

BARWAHA 220 KV S/S

DEPALPUR 132 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
CHHEGAON 400 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
INDORE SZ 220KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
NEPANAGAR 220 KV S/S

ALL THE FEEDERS DATA ARE COMING INCORRECT FROM THE FIELD. NEED TO CONFIGURE AGAIN IN RTU. 
SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

INDORE CHAMBAL 132 KV S/S

PITAMPUR 220 KV S/S

NEWLY COMMISSIONED PROCESS CONNECTION NEED TO BE 
EXTENDED 

NOT COMING
SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

PITAMPUR 220 KV S/S-II

INDORE REGION
INDORE 400 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
INDORE NZ (JETPURA) 220KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
INDORE EAST 220 KV S/S
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1 132KV BHIKANGAON CB FAULTY CLOSE
2 132/33 TRF 2 SEC MW,MVAR NOT COMING
3 132/33 TRF 2 SEC CB FAULTY CLOSE
4 33/11 KV TRF 1 & 2 MW,MVAR,CB,SOE NOT COMING
5 33KV MALWA 1&2 MW,MVAR,CB,SOE NOT COMING
6 33/11 KV TRF 1 & 2 MW,MVAR,CB,SOE NOT COMING

1 220 KV BUS -1 KV,HZ N/A
2 132/33 KV TR   2 SEC CB FAULTY CLOSE
4 33KV CAP BANK CB FAULTY CLOSE

1 132KV BUS KV
2 132KV BUS HZ
3 33KV BUS KV
4 33KV BUS HZ

1 132KV ALIRAJPUR CB FAULTY CLOSE
2 132KV BUS COUPLER CB FAULTY CLOSE
3 33KV CAP BANK MW,MVAR NOT COMING

1 132 KV JULWANIA-NIMRANI CKT I CB/SOE N/C

2 132 KV JULWANIA-NIMRANI CKT II CB/SOE N/C
3 132 KV JULWANIA-ANJAD CKT CB/SOE N/C
4 132 KV JULWANIA- I/C   I CB/SOE N/C
5 132 KV JULWANIA- I/C   II CB/SOE N/C
6 132 KV SENDHWA CB/SOE FAULTY
7 400KV BUS 2 KV N/C
8 400KV BUS 2 HZ N/C
9 132/33 KV 40 MVA TR CB FAULTY

10 400/220KV TRF-1(Sec side) CB FAULTY CLOSE
11 400/220KV TRF-2PRI CB OPEN CLOSE

1 220/132  KV TR OLTC N/A
2 132/33  KV TR  2 CB/OLTC FAULTY
3 132/33  KV TR II OLTC N/A
4 132 KV NIMRANI I CB FAULTY CLOSE
5 132/33 KV 20 MVA TR CB FAULTY OPEN

2 220/132 TR 1 & 2 OLTC N/A
3 132/33 63MVA TR-2 CB/OLTC N/A

1 400KV TIE BREAKER SHUJALPUR-1 & CB FAULTY CLOSE

2 220KV BUS COUPLER CB FAULTY CLOSE

3 220KV BUS TIE CB FAULTY CLOSE

1 132 KV BUS COUPLER CB FAULTY CLOSE
2 33KV CAP BANK CB FAULTY CLOSE
3 33KV BUS COUPLER CB FAULTY CLOSE
4 33KV BUS TIE CB FAULTY CLOSE
5 220/132 100MVA CB FAULTY CLOSE
6 220KV BUS COUPLER CB FAULTY CLOSE
7 132KV INTCC CB FAULTY CLOSE

1 132KV BUS KV NOT COMING
2 132KV JICA 1 MW,MVAR NOT COMING
3 132KV JICA 2 MW,MVAR NOT COMING
4 132KV NAGDA CB OPEN CLOSE
5 132/33 KV TRF 2 PRI CB FAULTY CLOSE

132 KV S/S KACHROD

NIMRANI 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
NAGDA 400 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
NAGDA 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

JULWANIA 400 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

JULWANIA 220 KV S/S

PROCESSES CONNECTION REQUIRED

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

NOT COMING
NOT COMING

33 SIDE Telemetry not available
SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

132 KV S/S KUKSHI

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

132 KV S/S CHHEGAON

RAJGRAH (DHAR) 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
220 KV S/S DHAR

NOT COMING
NOT COMING
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5 132/33 KV TRF 2 SEC CB FAULTY CLOSE
5 33 KV GRASIM CB FAULTY CLOSE

1 220KV SOUMIL POWER MW,MVAR,CB,SOE NOT COMING

1 220/132KV TRF2 CB FAULTY CLOSE

1 132KV DALODA CB FAULTY CLOSE
2 132/33KV TRF1 MW,MVAR NOT COMING
3 132/33 TRF2(sec side) CB OPEN CLOSE
4 33KV CHOUKSEY ENERGY 1 CB,MW,MVAR NOT COMING
5 33KV CHOUKSEY ENERGY 2 CB,MW,MVAR
6 33/11KV TRF1 MW,MVAR,CB,SOE NOT COMING
7 33/11KV TRF2 CB FAULTY

1 132KV BUS COUPLER CB FAULTY CLOSE
2 132KV BUS -2 FREQ
3 33KV SUZLON 4 CB OPEN CLOSE
4 33KV SUZLON 5 CB OPEN CLOSE
5 33KV CAP BANK-II CB FAULTY OPEN
6 33KV BUS COUPLER CB FAULTY CLOSE
7 132/33 TRF2(sec side) CB FAULTY OPEN

1 132/33 XMER CB FAULTY CLOSE
2 132KV SARJAN CB FAULTY CLOSE
3 132KV KSHEMA POWER MW,MVAR,CB,SOE

1 132KV BUS COUPLER CB FAULTY CLOSE
2 220/132 TR-2 CB OPEN CLOSE
3 132 KV CAP BANK-1 CB FAULTY OPEN
4 33KV DHNERAKALAN CB FAULTY CLOSE
5 132/33 TRF-2 CB OPEN CLOSE
6 132/33 TRF-3 50 MVA MW 7 MW 22 MW

1 33KV CAP BANK CB FAULTY CLOSE
2 33KV DELIGENTIA-1 CB FAULTY CLOSE
3 132KV BUS COUPLER CB OPEN CLOSE
4 132/33 KV TRF-2 CB FAULTY OPEN

1 33KV DEEPAKHEDA CB OPEN CLOSE
2 132/33KV TRF CB OPEN CLOSE

1 132/33 40MVA TRF CB FAULTY CLOSE

1 220 KV NAGDA I CB OPEN CLOSE
2 220/132 TR1 OLTC N/C
3 220/132 TR2 OLTC N/C
4 220/132 TR3 OLTC N/C

1
220/132 KV TR (160 MVA)  1 
PRIMARY CB   FAULTY OPEN

2
220/132 KV TR (160 MVA)  1 
SECONDARY CB   FAULTY OPEN

3
220/132 KV TR (160 MVA)  2 
SECONDARY CB   FAULTY CLOSE

4 132 KV BUS COUPLER CB   FAULTY CLOSE
5 33kV BAPCHA CB FAULTY CLOSE
6 33kV SUZLON-2 CB FAULTY CLOSE
7 33KV TODAY ENERGY-1 MW,MVAR N/C
8 33KV TODAY ENERGY-2 MW,MVAR N/C
9 33KV TODAY ENERGY-1 CB FAULTY CLOSE

10 33kV BUS CP CB FAULTY CLOSE

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
132 KV S/S SITAMAU

132 KV S/S A LOT

UJJAIN 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
BADOD 220 KV S/S

220 KV S/S BADNAGAR

NOT COMING
SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

NEEMUCH 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
132 KV S/S RATANGARH

132 KV S/S JAORA

NOT COMING

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
132 KV S/S SAILANA

N/C

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
220 KV S/S DALODA

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
220 KV S/S RATLAM

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
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11 33kV SUZLON-2 MW,MVAR N/C
12 33kV MB-1 MW,MVAR N/C
13 33kV MB-1 MW,MVAR N/C

1 132KV BUS COUPLER CB FAULTY CLOSE
2 33KV BUS COUPLER CB FAULTY CLOSE
3 33 KV CAP BANK CB FAULTY CLOSE
4 33KV DISCOM CB FAULTY CLOSE

1 132KV UJJAIN CB FAULTY CLOSE
2 CAP BANK MVAR N/C 10.66
3 132KV BUS COUPLER CB FAULTY CLOSE

1 132 KV CHAPDA 1 CB FAULTY CLOSE
2 132 KV CHAPDA 2 CB FAULTY CLOSE
3 220/132 KV 160MVA TR3 CB FAULTY CLOSE
4 132 KV GAMESHA FATANPUR 2 CB FAULTY CLOSE
5 33KV CAP BANK CB FAULTY CLOSE
6 33KV JOHNDEER 2 CB FAULTY CLOSE
7 33KV TONK KALAN CB FAULTY CLOSE
8 33KV DEWAS PRADHIKARAN CB FAULTY CLOSE
9 33KV NEW BAY CB FAULTY CLOSE

10 33KVGAMESHA JAMBODARANI-1 CB FAULTY CLOSE
11 33KVGAMESHA JAMBODARANI-2 CB FAULTY CLOSE

1 33KV IND NO-4 CB FAULTY CLOSE
2 33KV DRP CB FAULTY CLOSE
3 33KV DEWAS BNP-2 CB FAULTY CLOSE
4 33KV SIYA CB FAULTY CLOSE

1 132/33 20MVA TRF-1 CB FAULTY OPEN
2 33KV BUSCOUPLER CB FAULTY CLOSE
3 33KV DEWAS BNP-2 CB FAULTY CLOSE
4 33KV SIYA CB FAULTY CLOSE

1 132/33 KV 12.5MVA TR CB,MW,MVAR N/C
2 132/33 KV 20MVA TR CB,MW,MVAR N/C
3 33KV DEVGARH CB FAULTY CLOSE
3 33KV BAGLI CB FAULTY CLOSE
3 33KV KARNAWAD CB FAULTY CLOSE
2 132/33 KV 20MVA TR-4 CB FAULTY CLOSE

1 220KV ILFS-1 CB FAULTY CLOSE
2 132 KV SIDTUBE CB /MW/MVAR N/A

1 33KV BADONI-1 CB FAULTY CLOSE
2 33KV BADONI-2 CB FAULTY CLOSE

1 33KV BUS FREQ N/C
3 33KV CAP BANK CB FAULTY CLOSE
4 132/33KV TRF1 CB OPEN CLOSE
5 33KV RAWTI CB FAULTY CLOSE

SHAJAPUR 220  KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
MAKSI 132 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
132 KV S/SUWASRA

DEWAS BNP 132 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
SONKATCH 132 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
132 KV S/S CHAPDA

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
132 KV S/S AGAR

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
GHOSLA 132 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
DEWAS 220 KV S/S
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	6.8  RGMO Status of Generating Stations : - As per Regulation 5.2(f) of Part 5 of IEGC (fifth amendment ) of the Principal Regulations" “All Coal/lignite based thermal generating units of 200 MW and above, Open Cycle Gas Turbine/Combined Cycle generat...
	MPPGCL is requested to submit the latest status of availability/commissioning of RGMO in all eligible units. JP Bina and NHDC is also requested to keep their governor in restricted mode of operation and confirm the same in the meeting. The above one ...
	[Action: /MPPGCL/JP Bina/NHDC/ISP/OSP]
	6.9 Procedure for Availing Shut Down
	6.9.A:- Availing of outage of Interstate and 400 KV transmission elements and 220 KV lines radiating from PGCIL Sub-stations:  The WRPC in 493rd OCCM informed all the entities that the standard procedure for availing outages on interstate and 400 KV t...
	As per standard procedure of WRPC, all proposed outages of interstate, 400 KV transmission elements and 220 KV lines radiating from PGCIL sub-stations for next month should be got approved in the OCC meeting of WRPC in the current month. All the const...
	During 496th OCCM of WRPC which was held on Mumbai on 13.06.2017, Member Secretary, WRPC has informed that no any shutdown shall be entertained / approved on D-3 basis, except emergency nature shutdown. Therefore it becomes mandatory to get approval o...
	In view of above, it is therefore requested that all proposed shutdown of 400 KV elements, interstate lines and all 220 KV line radiating from PGCIL sub –stations may be included  in proposal of outages for consideration of OCCM of WR as per practice ...
	Further, if approved shutdown has not been availed then reason of not availing shutdown may also be intimated to SLDC for onward communication to WRPC and WRLDC.
	For availing shutdown on EHV elements which do not covered under criteria mentioned under point A and the approval shall be given by SLDC, such proposal should be forwarded to CE (SLDC) in prescribed format enclosed as per Annexure-6.9.B for availing ...
	6.12 Formation of State Level Relay setting group- Review and Coordination of relay setting in state of MP :- As decided in 128th Protection Committee meeting of WRPC held on   06th  & 07th  Dec. 2016 , relay review group for state of MP has been cons...
	In view of above, it is requested to provide relay settings of all important nodes, so that the same may be communicated to all respective entities so that they can study the same and matter may be discussed in meeting, and remedial action could be e...
	[Action: - CE (T&C)/CE (T&P), MPPTCL]
	MPPGCL and MPPTCL may please provide completion schedule regarding rectification of telemetry discrepancy and upgradation of RTU’s.
	[ACTION: T&C, MPPTCL & O&M: GEN, MPPGCL]
	[Action: - ED (O&M: GEN: MPPGCL)]
	9.4  Extension of RGMO/FGMO signal to SLDC/WRLDC :-

	[Action: - ED (O&M: GEN: MPPGCL), GM (ISP:NHDC), GM(OSP:NHDC)]
	[Action: - CE (T&C)/CE (T&P), MPPTCL, ED (O&M: GEN: MPPGCL)]
	9.7 MAINTENANCE  OF OPGW
	9.8 NON AVAILABLITY OF SOE AT SLDC SCADA SYSTEM
	9.9 INTERMITTENT TELEMETRY DUE TO NOISE IN COMMUNICATION CHANNEL :-
	[Action: - CE (T&C)/CE (T&P), MPPTCL, ED (O&M: GEN: MPPGCL)]
	9.10 LoNG OUTAGE OF RTUS, PROBLEM IN DATA and VOICE CHANNELS
	9.11 Telemetry of railway TSS Sub Stations:-
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